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The purpose of this amendment is to revise Request For Proposal (RFP) N00173-03-R-MS08 to 
include the delivery of demountable cleans rooms 7 and 8 that were previously solicited under 
RFP N00173-03-R-DL08; revise Attachment 1, Statement of Work; and extend the closing date 
for receipt of offers. 
 
Section B is revised in its entirety to include the delivery of two demountable clean rooms: 
  
B-1 SUPPLIES OR SERVICES AND PRICES/COSTS 

ITEM SUPPLIES OR SERVICES QTY UNIT UNIT AMOUNT 
NUMBER PRICE 
 
CLEAN ROOM MODULES 9 and 10 
0001 The contractor shall design,  2 EA  $ $ 

 fabricate, and install two (2) 
 Class 100 Clean room modules 
 in accordance with Section C-1.   

 
DEMOUNTABLE CLEAN ROOMS 7 and 8 
 
0002 Fabricate and Install Demountable 2 EA  $ $  
 Clean Rooms in accordance with 
 Section C-2. 
 
0003 Clean room air handlers in accordance 2 EA $ $ 
 Section C-2. 
 
0004 Clean room plenums, return ductwork, 1 LO $ $ 
 walls, floor, and ceiling in accordance 
 with Section C-2. 
 
0005 OMSI Manuals and as-builts in  1 LO $ $ 
 accordance with Section C-2. 
 
0006 Training in accordance with   1 LO $ $ 
 Attachment 2, Statement or  
 Work, Paragraph 7.1. 
 
0007 Final acceptance of completed  1 LO $ $ 
 demountable clean room systems.   
 
0008 Data in accordance with   * NSP * NSP *NSP 
 Exhibit G (DD 1423) 
 
TOTAL FIRM FIXED PRICE:  $ 
 
*Not Separately Priced 
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SECTION C, DESCRIPTION/SPECIFICATIONS/STATEMENT OF WORK is revised to include 
the statement of work for delivery of two demountable clean rooms: 
 

 
C-1 Line Item 0001 under this contract shall comply with Attachment (1), Statement of 
Work, Design, Fabricate and Install Clean Room Modules 9 and 10, Building 250, with 
Exhibit G, DD Form 1423, Contracts Data Requirements List, which is incorporated by 
reference into Section C. 
 
C-2 Line Items 0002 through 0007 furnished under this contract shall comply with Attachment 
(2), Statement of Work, Fabricate and Install Demountable Clean Rooms 7 and 8 Building 250, 
with Exhibit A, Drawings, Exhibit B Specifications, Exhibit C, Hood Zone 7 DUV Spinner; Exhibit 
D, Hood Zone 7 DUV Acid Dev; Exhibit E, Hood Zone 8 Develop Stat; Exhibit F, Hood Zone 8 
Solvent Stat and Exhibit G, DD Form 1423, Contracts Data Requirements List.  Exhibits A 
through F are incorporated by reference and are available at 
http://heron.nrl.navy.mil/contracts/RFP/03ms08.htm for review. 
 
C-3 REQUIREMENTS FOR ON-SITE CONTRACTORS 
 

For those portions of the work under this contract performed at any NRL site, the contractor 
shall comply with the Requirements for On-Site Contractors dated 08 October 2002, which are 
hereby incorporated by reference.  The full text is available at 
http://heron.nrl.navy.mil/contracts/home.htm .  

 
FAR 52.211-8 TIME OF DELIVERY (JUN 1997) (a) is revised as follows: 
 

(a) The Government requires delivery to be made according to the following schedule: 
 

REQUIRED DELIVERY SCHEDULE 
 

Item No. Quantity Within Days After Date 
Of Contract 

ALL ALL 240 
 

http://heron.nrl.navy.mil/contracts/RFP/03ms08.htm
http://heron.nrl.navy.mil/contracts/home.htm
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The Government will evaluate equally, as regards time of delivery, offers that propose 
delivery of each quantity within the applicable delivery period specified above.  Offers that 
propose delivery that will not clearly fall within the applicable required delivery period 
specified above, will be considered nonresponsive and rejected.  The Government reserves 
the right to award under either the required delivery schedule or the proposed delivery 
schedule, when an offeror offers an earlier delivery schedule than required above.  If the 
offeror proposes no other delivery schedule, the required delivery schedule above will apply. 
 

S PROPOSED DELIVERY SCHEDULE 

Item No. Quantity Within Days 
After Date 

Of Contract 
   
   
   

 
 
SECTION J -LIST OF ATTACHMENTS is revised as follows:  
 
J-1  Attachment (1) - Statement of Work, Design, Fabricate and Install Clean Room Modules 9 

and 10, Building 250 – 38  Pages  
J-2   Attachment (2) - Statement of Work, Fabricate and Install Demountable Clean Rooms 7 

and 8, Building 250 - 6  Pages  
J-3 EXHIBIT A – Drawings *.  
J-4 EXHIBIT B – Specifications *. 
J-5 EXHIBIT C – Hood Zone 7 DUV Spinner *. 
J-6 EXHIBIT D – Hood Zone 7 DUV Acid Dev *.  
J-7 EXHIBIT E – Hood Zone 8 Develop Stat *. 
J-8 EXHIBIT F – Hood Zone 8 Solvent Stat * 
J-9 EXHIBIT G- DD Form 1423, Contract Data Requirements – 7 Pages 
J-10    Attachment (3) - Accounting and Appropriation Data. 1 page. ** 
 
 
 
* Exhibits A through F are located at http://heron.nrl.navy.mil/contracts/RFP/03ms08.htm     
* * To be included at time of award 
 
 
 
 
 
 
 

http://heron.nrl.navy.mil/contracts/RFP/03ms08.htm
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SECTION L –11 VOLUME 1 – TECHNICAL/MANAGEMENT PROPOSAL is deleted in its 
entirety and replaced with the following to incorporate information required for evaluation of Clean 
Rooms 7 and 8. 
 
SECTION L-11 VOLUME 1 – TECHNICAL/MANAGEMENT PROPOSAL 

 
REQUIRED COPIES: 1 ORIGINAL AND 4 COPIES. 
 
(1) The following information is required for evaluation of your technical/management proposal: 
 

Technical Specification Compliance and Competence 
 
A.  The proposal provided must clearly demonstrate the offeror’s ability to meet the 
specifications for Clean Rooms 7 and 8 in Building 250 as stated in the SOW.  It must clearly 
demonstrate the offeror’s understanding of the technical requirements necessary to fabricate 
and install a Class 100 Clean Room as well as the offeror’s technical expertise in this area.  
Description of all aspects of the fabrication and installation of the clean rooms should be 
provided – with special emphasis on the installation of the new facility next to operating clean 
rooms and within the volume designated for this facility.  The offeror should address how 
material will be delivered to the installation area of the clean rooms and to the mechanical 
space.  The offeror must demonstrate that the proposed capability meets or exceeds 
performance requirements. 
 
B.  The proposal must clearly demonstrate the offeror’s ability to meet the requirements for 
Clean Rooms 9 and 10, Building 250, as described in Attachment 1, Statement of Work.  It 
must clearly demonstrate the offeror’s understanding of the technical requirement necessary 
to design, fabricate, and install a Class 100 Clean Room as well as the offeror’s technical 
expertise in this area.  The offeror should provide as much detail about the proposed 
installation as possible including, but not limited to, schematic building design drawings 
including floor plan and section illustrating the layout of the clean room and HVAC system 
including routing of return air duct and how material will be delivered to the installation area of 
the clean rooms and to the mechanical space.  The offeror must provide a Basis of Design 
narrative, which describes how the Offeror intends to meet the requirements in the RFP for 
successful execution of the subject project. 
 
Critical Component Review 
 
A. The proposal provided must clearly demonstrate the offeror’s ability to  
meet the specification for Clean Rooms 7 and 8 in Building 250 as stated in the SOW.  It must 
clearly demonstrate the offeror’s understanding of the technical requirements necessary to 
provide a Class 100 Clean Room as well as the offeror’s technical expertise in this area.  The 
offeror should provide detail data sheets describing these components: the fabrication and 
performance of the clean room wall panels, fabrication and performance of the air handling 
units, fabrication of the access floor system, and any other information that the offeror 
believes will help the government evaluate the offeror’s understanding of the project. 
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B. The proposal provided must clearly demonstrate the offeror’s ability to meet the 
specification for Clean Rooms 9 and 10 in Building 250 as stated in the Statement of Work.  It 
must clearly demonstrate the offeror’s understanding of the technical requirements necessary 
to provide a Class 100 Clean Room as well as the offeror’s technical expertise in this area. 
The offeror must provide details of meeting the temperature control requirement while staying 
within the acoustic requirement, but all aspects of the criteria must be addressed including 
installation of the new clean rooms next to the operating clean rooms and within the volume 
designated for the facility, acoustical/vibration isolation related to mechanical systems, 
familiarity with conditioned power requirements, and provisions and an understanding of low 
frequency electromagnetic interference (EMI) interference issues.  The offeror should provide 
detail data sheets describing components: the design, the installation and performance of the 
clean room wall panels, the air handling units, the access floor system, and other information 
that the offeror believes will help the government evaluate the offeror’s understanding of the 
project. 
 
Past Performance Information 
 

(a) Offerors shall submit the following information as part of their proposal.  (Offerors 
are encouraged to submit the information prior to the other parts of the proposal to 
assist the government in reducing the length of the evaluation period.) List the last 6 
contracts or subcontracts completed by the offeror or predecessor companies 
during the past 4 years for services similar in nature to the requirement.  Include in 
the 6 any current contracts or subcontracts for similar services that were awarded at 
least one year prior to the date of the solicitation.  Offerors with no similar previous 
or current contracts should provide the requested information for proposed 
subcontractors that will perform major or critical aspects of the requirement or for 
the project manager or key personnel responsible for major or critical aspect of the 
requirements. 

1. Name of the contracting organization 
2. Contract number 
3. Contract type 
4. Total contract value 
5. Description of the contract work 
6. Contracting officer and telephone number 
7. Contracting officer’s representative, program manager, or similar official 

and telephone number 
(b) Offerors shall contact the contracting organizations identified pursuant to paragraph 

(a) as soon as possible and request them to send past performance information on 
the identified contracts to the address in Block 7 of the face page of the solicitation.  
The past performance report which is available electronic in full text at 
http://heron.nrl.navy.mil/contracts/home.htm is to be provided to the contracting 
organization for this purpose.  If the contracting organization has already collected 
past performance information on the contract pursuant to FAR Subpart 42.15, the 
format used to collect the information may be used instead of the past performance 
report. 

 

http://heron.nrl.navy.mil/contracts/home.htm
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(c) Offerors may include in their proposal specific information relating to problems 
encountered in performing identified contracts and any corrective actions by the 
offeror.  Offeror should not provide general information on their performance on the 
identified contracts, as this will be obtained from the contracting organization. 

 
 

Corporate Experience 
 
A.  Proposals must provide a narrative description of the company experience on projects 
with tasks similar to those required in the Statement of Work.  The experience to be 
addressed includes (1) clean room fabrication and installation, (2) complete testing and 
performance assessment of clean rooms and (3) integration of clean rooms into existing 
facilities.   
 
B. The proposal must provide a narrative description of the company experience on projects 
with tasks similar to those required in the Statement of Work.  The experience to be 
addressed includes (1) clean room design, fabrication, and installation; (2) complete testing 
and performance assessment of clean rooms; and (3) integration of clean rooms into existing 
facilities. The offeror shall indicate past experience on related contracts of both the offeror and 
the subcontractors.  
 
 

SECTION M-2-1 TECHNICAL MANAGEMENT is deleted in its entirety and replaced with the 
following to include evaluation factors for Clean Rooms 7 and 8. 
 

 
M-2-1. TECHNICAL/MANAGEMENT 
 

Technical Specification Compliance and Competence 
 
A.  The proposal will be evaluated based upon the offeror’s technical capability in meeting the 
requirement for Clean Rooms 7 and 8, Building 250 described in the Statement of Work 
(SOW).  The proposal, which best meets or exceeds the specifications in the SOW will be 
rated the highest in this category.  The Technical Competence of the offeror will be evaluated 
on the basis of the knowledge demonstrated in the understanding of the requirements of 
fabricating and installing the clean rooms in the designated volume within Building 250.  
Technical information on the proposed fabrication and installation of the facility must show the 
offeror’s ability to meet critical performance specifications. 
 
B.  The proposal will be evaluated based upon the offeror’s technical capability in meeting the 
requirement for Clean Rooms 9 and 10, Building 250, as described in the Statement of Work 
(SOW).  The proposal, which best meets or exceeds the specifications in the SOW will be 
rated the highest in this category.  The Technical Competence of the offeror will be evaluated 
on the basis of the knowledge demonstrated in the understanding of the requirements of 
designing, fabricating and installing the clean rooms in the designated volume within Building 
250.  Technical information on the proposed fabrication and installation of the facility must 
show the offeror’s ability to meet critical performance specifications. 
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Critical Component Review 
 
A. The proposal for clean rooms 7 and 8 will be evaluated based upon the  
offeror’s selection of critical components to be used in fabrication and installation in the facility.  
Since the fabrication and installation of a clean room includes key components, which impact 
the performance of the clean room system, this is being evaluated separately from the 
technical approach.  This criterion will examine the use of critical material/components and 
how their selection will meet the required specifications.  These materials will be judged both 
on their own merit as well as how they will perform in the total system. 
 
B. The proposal for clean rooms 9 and 10  will be evaluated based upon the  
offeror’s selection of critical components to be used in design, fabrication, and installation of 
the facility.  Since the design, fabrication and installation of a clean room includes key 
components, which impact the performance of the clean room system, this is being evaluated 
separately from the technical approach.  This criterion will examine the use of critical 
material/components and how their selection will meet the required specifications.  These 
materials will be judged both an their own merit as well as how they will perform in the total 
system.  Included in this evaluation is an assessment of the ability to assemble the 
components necessary to meet the temperature control criteria, acoustic requirement, and all 
the other criteria contained herein. 
 
Past Performance Information 
A.  Past performance will be evaluated on the basis of the quality of the work performed or 
supplies delivered and timeliness of performance or delivery.  The evaluation will be based on 
the information provided pursuant to Section L and other sources if available.  The evaluation 
will take into account past performance information regarding predecessor companies, 
subcontractors that will perform major or critical aspects of the requirement.  Offeror that have 
no relevant performance history or for which past performance is not available will not be 
evaluated favorably or unfavorably on past performance.  The government may begin 
proposal evaluation prior of past performance prior to the receipt of past performance 
information.  If, after the completion of the proposal evaluation except evaluation of past 
performance, the contracting officer determines that evaluation of past performance will not 
affect the outcome of the competitive selection, the contracting officer may waive its 
evaluation in accordance with FAR 15.304(c)(3)(iv). 

 
Corporate Experience 
A.  The proposal will be evaluated based upon the offeror’s corporate expertise in work, which 
is closely related to the effort required in the Statement of Work.  The experience of the offeror 
and proposed subcontractors will be evaluated for appropriate expertise in the technical fields 
relevant to the fabrication, assembly/installation and testing of clean rooms. 
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Attachment (1) Statement of Work, Design, Fabricate and Install Clean Room Modules 9 
and 10, Building 250, is revised to include the following in Section D10, 2.2 Construction and 
Materials For Wall Systems, as follows: 
 
f.  Ceilings: Provide a factory fabricated ceiling system consisting of ceiling grid and lighting from 
a single manufacturer.   

 
 
 

The hour and date specified for receipts of offers is extended as follows:  
 
4:00 P.M. E.S.T, August 25, 2003. 
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